Second Floor and Attic protected by Dry System
Throughout

Elevation of Mains and Branch Lines 8" above top cord of
lower truss

Slope Mains 1/4" per 10" and Branch Lines 1/2" per 10’
Dry Pendent Sprinklers protecting 2nd Floor below
Coordinate with Mechanical and Electrical Trades
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